
Please follow instructions carefully.  Failure to do so will void warranty.  
Please ensure installation complies with local law and applicable standards.

1  	 Only use a Megabay Optimo power supply unit. 
2  	 Ensure mains input power is surge protected. 
3  	 Never make connections whilst the power is connected. 
4  	 Do not make modifications or alter the product.  
5  	 Gloves must be worn if handling LEDs or optics. 
6  	 Keep luminaire clean and free of debris. 

Important instructions. Please read first.

For the latest information visit 
www.megabay.com/osirion
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Specifications are subject  
to change without notice.

Step 1	 Twist off Caps

Step 2	 Pull back the tabs on the terminal body 
to open terminals 

Installation Steps

Step 4	 Strip wires to have 15mm exposed 
copper. (clamps may not hold wire in 
place if not stripped enough) Insert 
wires into required terminals using the 
corresponding terminal identification for 
correct polarity with opposite connector 
terminal input.

Step 5	 Tighten both caps ensuring internal 
wires are clamped within the insert to 
complete a correct IP seal, 22mm length 
is recommended as per diagram

Step 3	 Ensure appropriate insert is used for the 
required cable 
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